1 | 2 | 3 | 4 | 5 | 6 | 7 | 8

o5 0 LOutback MATE?3
OUT GEN GRID  paApIANMASTER — = 777 OUT GEN GRID : H_,__,_,_]UB 10.3 |
N N (112 [112 N  RADIANMASTER N U112 N L1112 [112 N RADIANSLAVE | sarrun N B O]
0000 G0 GO INERTER | (50000 8080 INERTER | | i
GSLC ‘ YOS :
INVERTER DC l O Outback || Outback
Refer to -) BUS ( ( Refer to CC SHUNT FMB0 FM80
Page 2 for © g pge g 1op Gs-ssus> 0|0 _O_-I
AC wiring wiring
Q PV Batt|:| PV Batt
SHONTLR [0 0 0 o usors—" OO0 ¥ Ba LV
. W o TN T _.
T P ) A ,J | J |
LTS SN A VWD VN, .
—_ = Al o — o — s — e — e — s — s — — = .14
_/_\_ — I . —_— . ML= = s — e s e e— s e— _’_\__l’ p— I
L P R
iy
™.
i |
N o
80A 1
N L
B f804 ! | ===
T 80A o Ii I l
£ N o A PV PV
80A o I Combiner [Combine
i Box Box
— Outback || Outback
i1 FM80 FM80
_|[—’_\{ Bait. _!I_D_\{ Ea_‘g.
B = | o i B N S
C X :Z»‘\Jri._».\\__l,\_'
BNy WY N
— I |
| |
. |
PV PV
Combiner{{Combinel
Box Box
D ; ~
TTTRTSH 48V BATTERY BANK TITLE Revision
Rafoi 1 Dual Radian, Whole house backup 1
efer to
Page 2 fOr FILENAME DRAWN BY | Date Edited By | Edited On
e NORTH AMERICAN DUAL RADIAN, WHOLE HOUSE
AC wiring BACKUP 1-22-2016.VSD REXL. | 1/22/16

1 2 3 | 4 | 5 6 | 7 8



1 2 3 4 5 6 7
ouT GEN  GRID ouT GEN  GRID
N L1 N L1112 1112 N RADIAN N L1112 N L1L12 L1112 N RADIAN
O QOO QO O 00 MASTER INVERTER OO0 0000 0O POO SLAVE INVERTER
= L S _l':f IO — PR T T _’I e F:’ i
GSLC R T v A GSLC e or (|
F\ ,"i /’ [, o [ s 4| *-' i | A
— -
~— | OUTPUT
ouTPUT QUTRUT
—
£ T
GRID IN
U Sagm
Y pe
GEN N £
R A N[ GENIN
B B
GRID IN
LEG 1
oAl s\
pr—
C ~
GRID IN GEN IN
LEG 2 LEG 2
I
r—L |/ I —
D Al
N
] / TITLE Revision
~_7] .
=T REF. NEC, §240 Dual Radian, Whole house backup 1
100A DPDT For details on 10 . - -
v Switen " and 25'tap rules gQg 9@ FILES:"I\'AHEAMERICAN DUAL RADIAN, WHOLE HOUSE A R
MAIN SERVICE )
PANEL BACKUP 1-22-2016.VSD. REXL. | 1/22/16
2 4 5 6 7 8

1




	North American Dual Radian, Whole House Backup 1-22-2016.vsd
	DC
	AC


