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*A mechanical interlock prevents both 

sets of breakers from being closed 

simultaneously.

P
V

 C
o

m
b

in
e

r 
B

o
x
 O

u
tp

u
t

Battery bank

6
0

A

AC Out

Neutral Out

Ground/PE

Neutral In

AC In

Ground/PE

PV Batt.

Outback

FM80

Charge 

Controller

G

GTFX/GFX

Inverter

DC+ bus

DC- bus

**FNDC

P
V

 C
o

m
b

in
e

r 
B

o
x
 O

u
tp

u
t

12345678

12345678

A

B

C

D

A

B

C

D


	North American FP2 Grid-tie with single inverter.vsd
	Page-1


